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Coast Guard, DOT § 162.039–8

(1) Underwriters’ Laboratories, Inc.,
mailing address: Post Office Box 247,
Northbrook, Ill., 60062.

(2) [Reserved]
(b) [Reserved]

§ 162.039–6 Examinations, tests, and in-
spections.

(a) Full examinations, tests, and in-
spections to determine the suitability
of a product for listing and labeling,
and to determine conformance of la-
beled product to the applicable require-
ments are conducted by the recognized
laboratory. Whenever any work is
being done on components or the as-
sembly of such product, the manufac-
turer shall notify the recognized lab-
oratory in order that an inspector may
be assigned to the factory to conduct
such examinations, inspections, and
tests as to satisfy himself that the
quality assurance program of the man-
ufacturer is satisfactory, and that the
labeled product is in conformance with
the applicable requirements.

(b) Manufacturers of listed or labeled
marine type semiportable fire extin-
guishers shall maintain quality control
of the materials used, manufacturing
methods, and the finished product so as
to meet the applicable requirements,
and shall make sufficient inspections
and tests of representative samples of
the extinguishers and various compo-
nents produced to maintain the quality
of the finished product. Records of
tests conducted by the manufacturer
shall be made available to the labora-
tory inspector or to the Coast Guard
marine inspector, or both, for review
upon request.

(c) Followup check tests, examina-
tions, and inspections of product listed
and labeled as a ‘‘marine type’’
semiportable fire extinguisher accept-
able to the Commandant as approved
for use on merchant vessels and motor-
boats may be conducted by the Coast
Guard, as well as by the recognized lab-
oratory.

(d) The laboratory inspector, or the
Coast Guard merchant marine inspec-
tor assigned by the Commander of the
District in which the factory is lo-
cated, or both, shall be admitted to any
place in the factory where work is
being done on listed or labeled product,
and either or both inspectors may take

samples of parts or materials entering
into construction, of final assemblies,
for further examinations, inspections,
or tests. The manufacturer shall pro-
vide a suitable place and the apparatus
necessary for the performance of the
tests which are done at the place of
manufacture.

§ 162.039–7 Procedure for listing and
labeling.

(a) Manufacturers having models of
extinguishers which they believe are
suitable for marine service may make
application for listing and labeling of
such product as a ‘‘marine type’’
semiportable fire extinguisher which
will be acceptable to the Commandant
as approved for use on merchant ves-
sels, by addressing a request directly to
a recognized laboratory. The labora-
tory will inform the submitter as to
the requirements for inspections, ex-
aminations, and testing necessary for
such listing and labeling. All costs in
connection with the examinations,
tests, and inspections, listings and
labelings are payable by the manufac-
turer.

(b) [Reserved]

§ 162.039–8 Termination of listing or
labeling.

(a) Listing or labeling as a marine
type semiportable fire extinguisher ac-
ceptable to the Commandant as ap-
proved for use on inspected vessels or
motorboats may be terminated, with-
drawn, canceled, or suspended by writ-
ten notice to the recognized laboratory
from the Commandant, or by written
notice to the manufacturer from the
recognized laboratory or from the Com-
mandant under the following condi-
tions:

(1) When the manufacturer does not
desire to retain the service.

(2) When the listed product is no
longer being manufactured.

(3) When the manufacturer’s own pro-
gram does not provide suitable assur-
ance of the quality of the listed or la-
beled product being manufactured.

(4) When the product manufactured
no longer conforms to the current ap-
plicable requirements.

(b) [Reserved]
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